This work aims to investigate the electromagnetic disturbances generated by a rectifierchopper association. Electromagnetic conducted emissions are a phenomenon that is difficult to predict, particularly within a complex power grid which includes static converters, considered to be the origin of these disturbances. In this paper, the EMC behavior of a switching cell is studied, using both experiments and simulations. A comparison results is also presented. Shape and amplitude of disturbances carried out will play an important role in the propagation phenomena of disturbances over a network using a Line Impedance Stabilizer Network (LISN), simulations have been done with Ltspice software. The results underscore that the nature of disturbances induced in the network is dependent on the operating region of the bridge. The main conclusion of this work is that this device is really electromagnetic pollutant and must then be taken into account, as a whole, in any study implying this kind of converters. The results will be used in optimizing the dimensions of EMC filters to be placed at the input side of the converter depending on the network and converter's impedances.
INTRODUCTION
Today, Electromagnetic Compatibility (EMC) seems to be one of the major constraints of power electronics converters. Unfortunately, it is too often regarded as the last phase in the development of a converter since it represents the last step of its marketing. From an economic point of view, the estimation of conducted and radiated disturbances by simulation offers an important advantage [1, 2] .
The conducted EMI noise, generated by power electronic converters, connected to the grid, seems to be as parasitic harmonic sources of current or voltage, circulating inside electrical networks and shielding structures. In addition, new constraints begin to appear related to modern network design, including increasable power electronic converters. Power electronic converters are widely used in many applications including renewable energy generation, industrial equipment/motor drives, electric vehicles/trains, air-crafts, household appliances, electronic ballasts, computer power supplies, power supplies for telecommunication equipment, etc. These power converters use fast switching power semiconductor switches, such as MOSFET (Metal-oxide semiconductor field effect transistor), IGBT (Insulated Gate Bipolar Transistor) as the preferred switching devices because of their various properties, such as higher efficiency, smaller size, and lower overall cost, low losses associated with switching device. However, the fast switching speed of new converter technologies has the potential to cause EMI and high dv/dt [3] [4] [5] [6] .
With the development of new sources of renewable energy, more static converters are connected to the power network. They supply of the network with electric power produced by generators; but in contrast to conventional systems, they usually introduce low frequency (LF) and high frequency (HF) switching harmonics [7] [8] [9] .
Several works have focused on the electromagnetic disturbances generated by a rectifier-chopper association, but the objectives and the associated frequency band vary widely. The study in [1] investigated emissions conducted to the network.
This study covers the problem of conducted disturbances propagated along an electrical network using the LISN. The identification of the impedance of a single phase of electrical network is based on an experimental method introduced in the research works of reference [1] .
The simulation has been done using accurate models of all components of the circuit, what allows to observe chosen voltage and current. The generation and properties of conducted disturbances have been analyzed. The impact of chosen components on perturbation level has been presented. The results from simulation and measurement have been compared. This paper is organized as follows: Section 2 describes a simple switching cell filtered by a capacitor together with the waveforms associated with this structure. Section 3 introduces an evaluation of EMC effects on an electrical network introduced by associating two polluting devices: rectifier and chopper. Sections 4 describe the results and analysis for the rectifier bridge in the passing state and rectifier bridge in the half blocked state. Finally, Section 5 presents some conclusions and some recommendations for future studies.
NOISE SOURCE: SWITCHING CELL AND ITS CONTROL
The harmonics Energy conversion in power electronics is based on two complementary stages, power switching and storage. Switching is done by semiconductors based power switches. Figure 1 shows a simple switching cell filtered by a capacitor together with the waveforms associated with this structure.
Figure 1. Switching cell and associated waveforms
The main switch is controlled by a periodic modulation function Fm(t) with Td as the binary period value and α=ton/Td as a variable duty cycle. This duty cycle modulates the power transfer.
For simplification, the external switching cell values (E, I0) are considered constant while internal ones (ie, vk) are taken as variables modulated by the fm(t) function [10] [11] [12] [13] .
EXPERIMENTAL SETUP
In this part of the study, we present an evaluation of EMC effects on an electrical network introduced by associating two polluting devices: a rectifier and a chopper. The purpose of this work is to investigate the impact of the EMC on a variable speed drive system when connected to single phased electrical network using a LISN together with analysis of disturbances generated by the switching cell as shown in Figure 2 .
The experimental set up is placed in EMC normative measurement conditions (Figure 3 ). The rectifier, in series chopper along with the connecting cables are placed on a plane of 2 m 2 which is electrically grounded, representing an ideal grounding or a metallic environment as in the case of an onboard network. To provide insulation from the ground and ensure no common-mode current is returned to the disturbance source by the grounding plane where current measurement is difficult to do, the motor is placed on a 5 cm thick PVC plate.
The experimental set up presented in figure 3 is made up of the following components:
A chopper in series composed of a MOSFET IRFP240 transistor switching at a frequency of 20 kHz and an FST30100 diode (Schottky diode 30A /100V/ TO247). The rectifier bridge includes a single phase diode (KBPC 5010) together with a filter capacitor of 1000 μF for the DC bus. The converter is loaded on a 2 m length of a 3 wire unshielded power cable ( Figure 4 ) and a DC motor (0.1 kW, 0.63 A, 220 V). The modeling method of the conductors presented in the research works of reference [13] was used. The set-up is connected to a 40V/50 kHz network. A 3 wire unshielded power cable (Figure 4 ) of 1 m connects the converter to the network. The experimental validation is based on time-domain simulation under LTspice software for the entire conversion system using LTspice power switchers (MOSFET and diode) available in the software. However the rectified voltage and the input rectifier bridge voltage waveforms are distorted by abrupt changes due to MOSFET and diodes switching.
A zoom in on the corresponding to the switching time interval shows a periodic and oscillatory phenomenon is visible This phenomenon is due to brutal switching of switches and to the effects of connecting inductors and passive components of converters [14] [15] [16] [17] [18] [19] [20] .
Hence, by modeling the impedance circuit of a single phase of electrical network and different HF models making up the system presented in the research work of the reference [1] . It's possible to simulate the behavior of the entire conversion system for the different operating regions of the diode-based rectifier bridge. In what follows, a comparison between timedomain simulation of the studied system and experimental results was presented. The waveforms of the ground current iT at the network side and those of the network voltage iT will be thus presented successively.
The present work will particularly be interested in the waveforms generated by two types of MOSFET switching for the two operating regions of a diode-based rectifier bridge: passing and half-blocked [21] [22] [23] [24] [25] . Figures 5 and 6 show the waveforms of the grounded current iT and voltage VR produced by simulation using LTspice models of the MOSFET and the diode for both types of switching when the rectifier bridge is in the passing state compared to the waveforms given by measurement. Figure 6 shows the experimental and simulated waveforms of the current iT and the voltage VR. It may also be observed that a comparison of the waveform of current and voltage in the time.
RESULTS AND ANALYSIS

Rectifier bridge in the passing state
The consistency of the results shows that the model ensures good reproducibility of the disturbances. Other factors may contribute to the observed discrepancies such as cabling, routing, environment noises, etc., which were not accounted for during the simulation. Figure 7 shows a comparison between simulated and measured iT and VR values in the frequency domain after FFT calculation. It can be observed that the shape of the disturbances decreases with increasing frequency. However, the amplitudes and the frequency of the oscillation present a slight difference.
(a) Grounded current iT The conclusion that can be drawn is similar to the previous one, except for the differences in amplitude seen in Figure 8 (a) and (b) as well as in figure 9 (b) .
The comparison in the frequency domain is given in figure  10 . We can see a discrepancy in the voltage spectrum VR (Figure 10 (b) ).
CONCLUSIONS
This work concerns an EMC study of a chopper in series supplying a DC motor. The conversion system is directly connected to a single phase of electrical network by using a LISN. We have used simulation to investigate the propagation of the disturbances along the network and particularly, the influence of the diode-based rectifier bridge on this propagation. The results underscore that the nature of disturbances induced in the network is dependent on the operating region of the bridge.
The experimental validation has highlighted the difficulty of modeling the disturbances propagation for converters connected to the network. The experimental results have been shown and compared to those of the simulation. The comparison may be considered as acceptable. Indeed, the model gives a fair representation of the measured disturbances. The identification of interferences sources in an electrical device is not always obvious. In power electronics, the major disturbances are caused by the changes of state of the switches in the power converter. These sudden tilting brings rapid changes in current or voltage at the terminals of the different components.
Following this study, it may be interesting to focus on developing the simulation method, it will be necessary to validate the method on other multi-cell circuits. 
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